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Location: 8170 Mission Road
GPS Location:
Output: 39.40 Volts / 6.00 Amps

North-South East-West
Date: 7/11/2005 7/11/2005
Time: 9:39:29 9:39:29
Maximum (V): -0.03 0.13
Minimum (V): -0.28 -0.72
DC Potential Shifts (V): 0.25 0.85

N 39° 09.744’, W 76° 47.698’

DC Potential vs. Time
BGE Rectifier #9
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Figure 27 - Location of Impressed Current Rectifier BGE9  

 
Figure 28 - Impressed Current Rectifier BGE9 

 


