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Location: NE corner of Bethany Road & Frederick Road
GPS Location:

North-South East-West
Date: 8/25/2005 8/25/2005
Time: 13:24:19 13:24:19
Maximum (V): 0.72 0.46
Minimum (V): -0.63 -0.62
DC Potential Shifts (V): 1.35 1.08

N 39° 16.685’, W 76° 51.651’

DC Potential vs. Time
BGE Substation - Bethany

-0.80
-0.60
-0.40

-0.20
0.00

0.20
0.40

0.60
0.80

13:24 13:34 13:44 13:54 14:04 14:14 14:24

Absolute Time

D
C

 (
V

)

Min =-0.63Max =0.72

North - 
South

DC Potential vs. Time
BGE Substation - Bethany

-0.80

-0.60

-0.40

-0.20

0.00

0.20

0.40

0.60

13:24 13:34 13:44 13:54 14:04 14:14 14:24

Absolute Time

D
C

 (V
)

Min =-0.62Max = 0.46

East - West

 



88 

•  DACCO SCI, INC. •  12060 Old Columbia Road, Columbia, MD 21046 •  (410) 381-9475 •  
   DSI-HC-0515                                          www.daccosci.com                                                                      9/27/05  

 
Figure 84 - Location of the Bethany substation 

 

 
Figure 85 – Bethany substation 


