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Location: Patapsco Valley State Park off Church Lane
GPS Location:

North-South East-West
Date: 8/30/2005 8/30/2005
Time: 10:08:20 10:08:20
Maximum (V): 0.63 0.50
Minimum (V): -0.65 -0.54
DC Potential Shifts (V): 1.28 1.04

N 39° 17.704’, W 76° 47.856’

DC Potential vs. Time
BGE Substation - Chestnut Hill
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Figure 86 - Location of the stray current testing location for the Chestnut Hill substation 

 

 
Figure 87 - Picture of the stray current testing location for the Chestnut Hill substation 

 


