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Location 
Number 

1 

2 

3 

4 

5 

SCALE 

4V 

4V 

4V 

GPS Coordinates AC Potential 
(Volts) 

0.01 5 

0.023 

0.008 

Structure 
Tested 

Fire Hydrant along Marriottsville Rd.; 1,340' east of project site 

Fire Hydrant along Marriottsville Rd.; 1,030' east of project site 

Fire Hydrant along Marriottsville Rd.; 81 5' east of project site 

Latitude 

N 39 18'41.7" 

N 39 18'45.5" 

N 39 18'36.7" 

0.019 

Longitude 

W 076 53'55.3" 

W 076 53'54.9" 

W 076 53'55.9" 

SCALE 

4V 

4V 

4V 

N 39 18'31.9 Fire Hydrant along Marriottsville Rd.; 875' east of project site 

DC Potential 
(Volts) 

0.397 

0.358 

0.371 

W 076 53'55.6 

N 39 18'30.5" Fire Hydrant along Marriottsville Rd.; 950' east of project site 

4V 

W 076 53'55.6 4V 

0.446 4V 

0.525 4V 0.021 




