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3.  Stray Currents 

Site #: 1
Approximate Station #: (00+90)
Date: 8/14/02
Time: 9:35 to 10:35
Maximum (V): 0.04
Minimum (V): -0.17
DC Potential Shifts (V): 0.21
Location: Near Force Main Test Station #1
Comments: parallel to Force Main, Gravity Main, 

Water Main; station # w/resp. to Force 
Main; ref.-ref.;(+) = , (-) = 

DC Potential vs. Time
Site #1: Rockburn Pumping Station
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Figure 45 - Stray Current Results for Site1 near Pumping Station 

 
 
 
 


